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Orange Coast Property Services South Coast Property Services

(949) 454-7900 --
Daoc #: 202501-95764 Inspector:
Date: 1/29/2025
Address:
Client Name:

We attempt to give the client a comprehensive, clear-cut, unbiased view of the building. The purpose of this inspection is to identify
MAJOR! probkems associated with the property being purchased or sold, although minor items may also be mentioned. Areas, which
may be of concernto |, may not be of concern to the client and some items, which may be of concemn to the client, may be considered
minor to us. Theretore, it is advisable to read the entire report. Where repairs or treplacements are suggested, we recommend licensed
protessionals in that field be called upon to make those epairs. We can perform veritication of repairs to ensure repairs or cortections
wete made and also advise the client to obtain all paperwork from professionals concerning the work performed. These professionals will
be happy to provide you with written statements concerning their work., We further recommend ma intaining all paperwork on repairs for
fiture reference. FUTURE FAILURE: [tems in the building can and do experience failure without prior indications. This repart is a snap
shot of the condition of the building at the time of inspection. We cannot determine if or when an item will experience failure. Theretore,
we cannot be held esponsible for future failure. Carbon monoxide and smoke detectors have been proven to save lives. Client is advised
to install carbon monoxide and smoke detectors if not already present in building. Suggest consulting with vour local municipality and
manutacture specitications as tothe proper location and installation of these units.
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This report may contain digital photographs of some items and components. These images are for vour
convenience only and do not represent all items or components that may be deficient ALL DEFECTS ARE NOT
PHOTOGRAPHED; the entire written report must be reviewed.

Please take the ime to analyze the following pages contained herein. This is your complete inspection report and
must be reviewed carefully. Below is an index of the ratings used in this report.

S: The items inspected appeared in serviceable condition at ime of inspection.
SERVICEABLE: The items inspected appeared to function normally at ime of inspection.
N: The item was not present at the ime of inspection.

Operable: The item inspected operated properly at time of inspection.

GENERAL CONDITIONS

Structure Type: The house is a single family.
Levels: Two story structure.
Lot Type: Home is built on a flat lot.
Estimated Age: 48-49 years.
Weather Conditions: Clear.

Home was vacant at the time of
Occupancy: inspection.
Viewed From: Driveway.
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EXTERIOR

Our exterior evaluation is visual in nature and 1s based on our experience and understanding of common
building methods and materials. Our review does not take into consideration the normal wear associated with
virtually all properties. As per our inspection agreement, we do not inspect for termites, dry rot, fungus, or
other wood destroying insects or organisms as that is a specially licensed trade. If deterioration and/or damage
1s noted on the exterior or intenor of this home, we suggest further review of the termite report. Regardless of
the age of the building, we recommend inquiring about any permits and inspection reports with final
signatures for the building and for any changes, remodels or additions that may have been made to the

building.
Driveway: Walkways: Wall/Fence/Gate:
Concrete Concrete Block, Wood
Siding: Trim: Foundation:
Stucco Wood Concrete Slab Construction
Gas Meter Location:
Left Side
Step # Component Comment

1.0 Driveway

1.1 Walloways/Stairs
1.2 Walls/Fence/ Gates
1.3 Siding

1.4 Trim

Condition:. Expansive cracks observed.
Condition:. Expansive cracks observed.

Condition:. Step cracks present at the block walls. Deteriorated
wood observed.

Condition:. Common cracks, flaking/chipping and loose stucco
observed.

Condition:. Deteriorated wood observed.
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1.5 Window Frames Condition:. Cracked caulking observed. Suggest re-sealing window
frames as part of routine maintenance.

1.6 Electrical Condition:. Some fixtures did not activate likely due to burnt out
bulbs. Suggest testing inoperable fixtures with new bulbs.

1.7 Gutters/ Downspouts N.

1.8 Sprinklers Condition:. Sprinkler heads should be adjusted to prevent spraying
of the siding and trim. Damaged and leaking heads present.

1.9 Bell/Chime Operable.

1.10 Chimney Condition:. No spark arrester is installed. Suggest installing a spark
arrester as a safety feature, pbserved in the chimney,

suggest further review.
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1.11 Lot Grade/Drainage  Condition:. Grade at the foundation appears to be inadequate; low
lving and improperly sloped soil levels may lead to ponding at or
near the foundation.

1.12 Gas Meter
1.13 Foundation S.
1.14 Other Comments Condition:. Thermal-pane double insulated windows present in the

home. The inspector is unable to determine if all double pane
insulated windows in this property are completely intact and without
compromised seals. Conditions indicating a broken seal are not
always visible or present and may not be apparent or visible at the
time of inspection. Dirt, tinting and changing conditions such as
temperature, humidity, and lighting limit the ability of the inspector
to visually review these windows for broken seals. For more complete
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information on the condition of all double pane windows, consult the
seller and/or a licensed window contractor prior to closing.

ROOF

Our evaluation of the roofis to determine if portions are missing and/or deteriorating and, therefore, subject
to possible leaking. Portions of underlayment and decking are hidden from view and cannot be evaluated by
our visual inspection; therefore, our review is not a guarantee against roof leaks nor a certification.

Roof Type: Roof Material Type: Method Used to Inspect Roof:
Sloped Composition Shingle Walked roof

Step # Component Comment

2.0 Flashing Condition. Cracked caulking observed. Recommend flashing be
repaired where needed as part of rontine maintenance.

2.1 Condition Condition. Deteriorated shingles present. Water stains observed in
the garage and attic. We suggest that the maintenance efforts be
made in the few areas where roofing materials are damaged or
missing. Suggest consulting a roofer for further review prior to sale.

2.2 Skylights N.

23 Roof Penetrations Condition. Cracked caulking observed. Suggest resealing all

through roof vents and projections as part of routine maintenance.
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Attic Access Location: Method Used to Inspect Attic: Roof Structure & Sheathing:
Upstairs Hall Crawled Trusses, Plywood Sheathing

Attic Insulation:
None

Step # Component Comment

3.0 Framing S.

3.1 Sheathing S.

3.2 Evidence of Leak Condition:. Water stains observed, see roof comments.
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3.3 Insulation Condition:. None present. Recommend adding insulation.
3.4 Ventilation Attic ventilation appears adequate.

3.5 Electrical S.

3.6 Other Comments Condition:. Evidence of past rodent activity observed.

PATIO

Cover: Deck/Slab:
Wood Concrete
Step # Component Comment
4.0 Cover Condition:. Deteriorated wood observed.

4.1 Enclosure N.

4.2 Electrical Condition:. Outlets are not GFCI protected; noted as a possible
safety hazard. Suggest further review with an electrician.

43 Decl/Slab Condition:. Expansive cracks observed.

44 Stairs/Steps N.

4.5 Railing N.
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